POLICY ON DOMESTIC HOT WATER TEMPERATURE

Purpose: To establish a consistent, safe domestic hot water temperature in all patient care areas.

Policy: Domestic hot water supplied to all patient care areas shall not exceed 115 degrees F.

Responsibility: It is the responsibility of the Plumbing Shop to check, log and adjust domestic hot water temperature.

References: None